Abstract-There have been several cases of large-scale wind generators (WGs) tripping off caused by untimely fault removing in recent years. Currently, the discoordination between the box-type transformer fuse protection (BTFP) and two-section collecting line current protection (CLCP) brings a security risk to wind farm. In order to ensure the selectivity, the first section (Sec-I) CLCP should be set a enough interval that is longer than the fuse melting time, and another interval is set for the Sec-II CLCP, which weakens the speed of the CLCP. When a fault occurs on the collecting line, there is no doubt that WGs cannot work too long in abnormal operation, which may cause WGs to be placed off the grid. For a power system with high penetration of wind power, large-scale WGs tripping off will cause a great power shortage, and affect the stability of the power system. The selectivity and sensitivity of the CLCP is analyzed in detail to make the CLCP speed better. Considering the fault ride-through ability of WGs, the fault clear time is an important factor to lead to large-scale WGs tripping off. Two main works are done in this paper. The first is to accelerate the speed of the Sec-I CLCP though reducing the protection zone. Another one is introduce the risk assessment module into the CLCP, which not only improve the speed of the CLCP but also ensure the safety of the wind farm during faults. According to the deference in trip-off causes of WGs, the matching functions are created to assess the trip-off risk of WGs on the spot. In the case of fault, the trip-off risk indicators of WGs are timely updated to data sharing center and open to the CLCPs. The set of risk indicators is divided into several subsets according to the risk range. The dynamic changes of the subsets during fault help to improved CLCP scheme. This scheme can accelerate protection speed based on the increasing risk of large-scale WGs tripping off in wind farms. Compared with traditional CLCP, this approach can make the CLCP combines selectivity and speed better based on the analysis of the ride-through ability of WGs.
Introduction
LARGE-scale grid-connected wind power is of great significance to ease energy shortage and promote the development of green energy [1] - [4] . With the continuous increasing permeability of wind power, the security problems it brings cannot be ignored. Large-scale WGs tripping off during faults has brought serious impacts on power system and exacerbated accidents in recent years [5] - [10] . Wind power, which is more and more important for the power system in future, should play a supporting role in the power grid. However, it consequently aggravates the accident in some case [11] - [21] . Therefore, these issues are attracting the attention of an increasing number of scholars.
In wind farms, collecting lines, as an indispensable part for the transmission of wind energy, are the connection hub between wind generators and transmission lines. It is very serious but common that a fault happens on collecting line. There have been several cases reported since 2011 in China [7] - [9] . Unfortunately, in some cases of collecting line faults, large-scale WGs trip off the grid, which has serious impacts on the power system in the end. The action delay and non-selectivity of the CLCP exacerbates these accidents to a certain extent. In fact, the contradiction between sensitivity and selectivity of the CLCP remains unsolved [5] - [15] . Adaptive setting methods of the CLCP are proposed in [5] - [11] . By estimating injection current of WGs and considering low-voltage-ride-through strategies of WGs, the current setting values are adjusted in real time. However, it is difficult to accomplish the goal because of the various operation conditions of WGs. For any fault, it may be unique considering the fault location, fault type and the status of WGs, etc. Consequently, Self-adjusting setting method is not a good solution. Drawing lessons from traditional line protection, differential protections are proposed in [12] - [15] . However, the high-voltage side of the box-type transformer is only equipped with fuse element. In order to achieve differential protection, both the terminals of collecting line should be equipped with protective relay and circuit breaker. There is no doubt that the construction for wind farms in the cost will increase with the increasing number of WGs. The best way is to find a proper method without adding equipment.
The non-selective action and delay action of the CLCP may lead to large-scale WGs tripping off. Some current studies focus on predicting the risk of WGs tripping off During faults [16] - [21] . Drawing lessons from the traditional off-line calculation methods, the system models, data in normal operation conditions and the hypothetical faults are used to study these issues by off-line simulation and calculation. When the actual fault happens, whether WGs trip off or not will be judged according to the previous simulation. Obviously, if the actual fault is the same as the hypothetical fault, the statuses of WGs are immediately known after fault. The key issue is that we cannot exhaustively troubleshoot all conditions. In addition, inaccurate equivalent models for WGs may also show a large deviation. Furthermore, the off-line calculation methods only focus on the line voltage sags in wind farm, which makes it still not comprehensive enough. In practice, there is a variety of reasons for large-scale WGs tripping off during faults.
The fault duration time and fault ride through ability are found to be very important reasons for large-scale WGs tripping off [22] - [25] . Fuses are economical in the cost to protect box-type transformers and used at present in great numbers in wind farms. To ensure selectivity, the interval between the zone-I CLCP and BTFP is necessary. However, when a fault occurs on the collecting line, it will weaken the speed of CLCP and take a longer time for CLCP to remove the fault. The risk of WGs tripping off is related to the fault duration. To improve the speed, the Sec-I CLCP protects part length instead of the full length of collecting line. Furthermore, the Sec-II CLCP makes full use of the WGs statues in wind farm to speed better. The WGs tripping off causes are divided into three types according to the difference in protective relays in this paper. Mathematical models are used to classify and quantify the risk of WGs tripping off. After the possibility of WGs tripping off is calculated, the dynamic classification analysis method is used to evaluate the risk of large-scale WGs tripping off in wind farms. The risk assessment module is introduced into the CLCP logic to help it speed better when the risk of large-scale WGs tripping off is high. The setting time of improved CLCP is adaptive and varies with the increasing number of WGs going off grid. The Sec-II CLCP is not only the back-up protection of the BTFP and the Sec-I CLCP, but also the back-up protection of the wind farm, which increases the safety of wind farm. Fig. 1 shows a typical electric construction diagram in wind farm. It is a 35KV neutral ungrounded system [7] [26] . The current CLCP in wind farm adopts conventional feeder protection scheme. Because the collecting lines are already at the end of power system, the CLCP is simplified from three-section feeder protection to two-section protection. The setting principle is as follows. The first section protects the full collecting line with delay time 1 t and the second one is taken as the back-up protection with delay time 2 t . The fuse element protects the box-type transformer. The action time of the two-section CLCP should be in coordination with the fuse melting time to achieve selectivity. ) of the collecting line. It is obvious that the second protection is more sensitive than the first. However, considering the current provided by the wind generators and the reliability coefficient, the first section protection zone will extend to the box-type transformer. When the box-type transformer faults, the short-circuit current can also make the first section protection pick up. The settings are usually according to the following principle [26] . (2) .min The short-circuit current provided by WGs varies widely and plays a crucial role in the sensitivity of CLCP. Of course, it is inseparable from the low-voltage-ride-through (LVRT) strategies. For high-permeability wind power or large-scale wind farms, the influence of wind generators cannot be ignored.
Analysis of the CLCP
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Selectivity analysis of the CLCP
The setting time ( I set t ) of the first section protection should be in coordination with the fuse melting time . When the box-type transformer and wind generators fault, the fuse protection picks up and removes the fault. The CLCP should be able to return reliably to avoid over-level tripping. In order to ensure the coordination of CLCP and BTFP, the time coordination relationship is as follows:
Where t  is the interval of the protection coordination and generally in the range [0.2s, 0.5s]. If the total power of the WGs is large enough, 2 t will vary greatly and thus it may lead to non-selectivity between CLCP and BTFP. In most instances, we increase the coordination time to avoid this problem. Consequently, the fault cannot be removed rapidly when the fault occurs on collecting lines, which may aggravate the accident in some cases.
Influence of the CLCP on wind farm
Similar to conventional over-current protection, the CLCP should be in coordination with lower-level protection. As is known, the control system of WGs consists of power electronic devices. Power electronic devices are extremely sensitive to operating voltage sags and operating current change, which makes them susceptible to voltage and current breakdown. When the system voltage and current fluctuates widely, the protective relays of WGs will make them tripping off the grid. Therefore, large-scale WGs will be off-grid in some conditions. Fault duration time is the key factor which leads to WGs tripping off. Minimizing operating times of the CLCP and satisfying selectivity constraints are very important work we should do. If we only focus on the characteristics of the CLCP itself and ignore the adaptability of WGs in wind farms, it is impossible to prevent the case of large-scale WGs tripping off. This is what we should also focus on, 3 Improved CLCP scheme against large-scale WGs tripping off
Speed improvement of the CLCP
According to the analysis above, the coordination between the first section of CLCP and BTFP is achieved by adding delay time. When the selectivity of the CLCP guaranteed, the speed of the CLCP is weakened. This is a compromise scheme. Therefore, we improve the CLCP in the following ways. 1) Increasing the setting current and reducing the delay time of the first section of the CLCP. The setting current ( I set I ) of the first section protection is set to ensure sensitivity when phase-phase short circuit at the end of collecting line in the maximum operating mode. 2) Changing the second section time interval from the definite time to variable time. The setting current of the second section remain unchanged as before. If the WGs are in good working conditions, the protective relay will not trip the circuit breaker until the definite time is reached. Otherwise, if the large-scale WGs are in the risk of tripping off assessed by risk indicators, the protective relays will trip the circuit breaker even though the definite time is unreached. The analysis is in the next section in detail. (2) .min
Where I rel K and
II rel
K are the reliability coefficients.
I rel
K is in the range from [1.2, 1.5]. As is shown, we reduce the protection zone to ensure selectivity in the same time. 
Risk Indicators of WGs tripping off
We define the risk indicator, represented by  , to assess the probability of WG tripping off in the next period. The range of risk indicator is [0, 100%]. The larger the value is, the greater the possibility of WGs tripping off will be.
WGs have limited ability to ride through faults. In order to ensure safety, WGs are usually equipped with voltage protection, current protection, frequency protection, etc. These WGs will go off the grid with any protection action. As different protective relays have different characteristics, we need to perform classification analysis on the protective relays.
The possibility of WGs tripping off depends on the margin between signal measurement and the protection settings. The essential conditions for protection action is the measurement beyond the setting value as well as reaching the setting time. To calculate the risk indicator, we should establish a corresponding relationship between the protection margin and the risk indicator. Considering the differences in protective relays, we divided the possible causes of WG tripping off into three types.
3.2.1 Type X: protective relays equipped with short time threshold, such as instantaneous trip current protection.
Considering communication delay, we classify protective relays with the setting time less than 0.08 s. For the protective relays of type X, we are mainly concerned with the margin between the setting value and the signal measurement.
Taking overvoltage protection for example, the greater the voltage deviates from the rated value, the higher WGs overvoltage risk is. When the measured voltage beyond the setting voltage, these WGs cannot keep connecting to the grid. Therefore, the risk indicator is 100% at this time. When the measured voltage is close to the rated voltage, these WG are in normal operation conditions and the risk indicator is close to 0% at this time. Even though it is a monotonically increasing function between the risk indicator and the measured voltage value, it is not linear. With the increasing of the measured voltage, the changing process of the risk indicator is as follows. The risk indicator is related to the safe margin, which is the difference between the setting value and the measurement. Base on the analysis above, we create an approximate fitting function.
The relationship between the risk indicator and the safe margin is as follows.
where x , N x and set x are the measured value, the rated value and the setting value, k the adjustment coefficients, ( ) X  the risk indicator of WGs tripping off. In (5), k is generally in the range [0, 1] to achieve the desired effect. It is more reasonable when k is equal to 0.3 through multiple calculations. The value of k is 0.3 in this paper. Taking frequency protection for example, when the frequency reaching the pickup value and time threshold, the WGs may go off the grid. Therefore, the risk indicator is 100% at this time. When the pickup values are satisfied, the fault duration time is the key factor that affects the WGs tripping off. Obviously, the risk indicator increases with fault time. Base on the analysis above, we create an approximate fitting function. Considering time margin of protective relays, the relationship between the risk indicator and the time margin is as follows.
where t , set t and k are the fault duration time, the setting time and the adjustment coefficient, respectively. For type Y, the first condition to be satisfied is that the measured value ( y ) is greater than the pickup value ( set y ). We should set up a reasonable k value based on the severity of a fault. Generally, k is in the range [1, 3] to achieve the desired effect. We determine the k value according to the following principles (suppose (y,y )
. If the setting time is independent of measured value and setting value, k is equal to 1. If the setting time is related to the measured value, k is equal to 3. Otherwise, k is equal to 2.
3.2.3 Type Z: protective relays equipped with over-limit statistics per unit time, such as harmonic voltage over-limit protection.
If the counts up to the setting value, the protection actions. We can calculate the risk indicator as follows:
where n and set n are the measured counts and the action threshold in a certain period, respectively. According to the equations (5), (6) and (7) above, we can calculate the risk indicators in real time on the spot. It reflects the rest safety margin of WGs and shows the possibility of the WGs connecting to the grid. Furthermore, we can use this information to improve the CLCP. If properly configured, the CLCP will be smarter and speed better.
Quantification of risk indicators
Any protective relay of the WG can drive the breaker to trip independently. Therefore, the possibility of WG tripping off should be the maximum risk indicators of all the protective relays.
  
where i, j and k are the numbers of type X, Y and Z, respectively. The risk indicators can be calculated on the spot by the control center of WGs. The information of WGs is shared to Data Sharing Center (DSC) via communications. The CLCPs in wind farm are also connected to the DSC and can get the status information of WGs easily. It avoids the mass data processing and communication delays by distributed computing. At the same time, the CLCPs can improve the effectiveness of the risk assessment for large-scale WGs tripping off. As shown in fig. 6 , the fault type is generally unknown. In practice, we do not need to care about the fault type. The key is to obtain the risk indicators of the wind farm.
Risk assessment of large-scale WGs tripping off
We divide the risk indicators according to fault line and non-fault line. In order to assess the possibility of WG tripping off, we define several symbols in table I. 
A, B, C and D are four sets of risk indicators belonging to H. As shown in fig. 9 , if the risk indicators transfer from the A zone to the D zone, the maximum safe fault clear time should decreases in order to avoid large-scale WGs tripping off. This is just a trend and not a linear relationship. card (D 2 ) is the number of WGs that are likely to be off-grid on the fault collecting line. When card(D 2 ) is close to card(H 2 ) (number of WGs on the fault collecting line), most of the WGs on the fault collecting line will be automatically off-grid soon. In this case, the protection should action immediately, which can reduce the suffering time of WGs on non-fault collecting lines.
Dynamic assessment method
Dynamic assessment is based on the dynamic change of risk indicators in the past period, which helps to identify a potential trend of the wind farm during the fault. We aim to avoid most serious conditions of wind farm so that we can take measures to curb the expansion of the accident in time.
We choose (C i ) and (A i )as the dynamic evaluation parameters. If the current time is 0 t and the calculation interval is t  , then 1  and 2  are calculated as follows. 
20%   
, an increasing number of WGs are gradually transferring from the A zone to the C and D zones. In this case, it is considered that the operating status of WGs on non-fault collecting lines is deteriorating rapidly. If the fault is not isolated in time, it is likely to cause large-scale WGs tripping off. If the fault has been isolated, all the risk indicators belong to the set H 1 . If not, further measures should be taken by the emergency control system or regional control system in the wind farm.
Improved CLCP scheme
Non-selective fault isolation may lead to the removal of the entire collecting line, even though the fault occurs on a single WG branch. If we guarantee the selectivity strictly with the delay time interval, large-scale WGs on the non-fault collecting line may be in the risk of tripping off. Both cases will cause the expansion of the accident.
The priority is to ensure the selectivity. The first section of the CLCP protects the collecting lines from serious fault immediately. The second section, as the backup protection, is not only to remove the faults, but also to prevent large-scale WGs tripping off. Therefore, we avoid large-scale WGs tripping by assessing the risk indicators of wind farm on-line and by monitoring the operating state of WGs on non-fault collecting lines. According to the analysis above, when any of the
 and 2  exceed the setting value, the whole fault collecting line should be isolated in time to prevent more WGs going off-grid.
( 1 5 ) Fig . 9 shows the logic of CLCP scheme against large-scale WGs tripping off. The first part is the traditional CLCP. The setting value of Sec-I CLCP is set according to three-phase short circuit without delay time. The delay time of the Sec-II CLCP is set as II set t . The other part is the risk assessment module of the wind farm. When it is in the risk of large-scale WGs tripping off, this module can make a decision to isolate the fault as soon as possible without delay time. Figure 9 . Logic of the improved CLCP scheme Compared with the traditional CLCP scheme, the biggest difference lies in the addition of the risk assessment module of the wind farm. If the possibility of large-scale WGs tripping off is large, the protective relays drive the circuit breaker tripping immediately. Because the operating status of WGs on non-fault collecting lines is taken into consideration, the probability of these WGs tripping off will decrease. It is hoped to control the tripping off number of WGs, which will increase the controllability and improve safety of wind farm. The setting value ( It is obvious that the short-circuit current is greater than I set I . However, the CLCP cannot judge whether the fault occurred on the collecting line or the transformer. To ensure selectivity, the coordination time interval of the first section CLCP must be greater than the fuse melting time. The voltage in the wind farm drops drastically during such a serious fault, and the terminal voltage of each WG is at the edge of the low voltage limit. Table III Because of the large transition resistance, the voltage in the wind farm maintains a high level during the fault. The short-circuit current of line c2 is 1810 A, which is lower than the setting value of the Sec-I CLCP. For the traditional CLCP, the fault is not cleared until 0.5s by the Sec-II CLCP. However, during this period, part of DFIGs on non-fault collecting lines are in unsafe operation conditions. Table 4 shows the risk indicators of w11-w16 and w31-w36. The risk indicators of w13, w14, w16, w31, w33, w34 and w36 reach 1 at 0.35 s. However, the fault is still not removed. These DFIGs on non-fault lines may be off-grid, which cause large-scale WGs tripping off. The results are shown in table III. The simulations show that the coordination time of traditional CLCP may cause large-scale WGs tripping off. Instead of considering the fault location and fault types, the improved CLCP considers the behavior of WGs in the wind farm during the fault. Real-time risk indicators of WGs are used to guide the protective relays. The more serious the fault is, the more quickly the fault is cleared. If the fault is not very serious, the improved CLCP can also ensure selectivity until the risk indicators of WGs reach the setting value.
Simulation Analysis

Conclusion
Selectivity and sensitivity are the main issues for traditional CLCP, which makes it difficult to clear the faults reliably and quickly. The coordination time interval weakens the protection speed and may easily cause large-scales WGs tripping off. The improved CLCP scheme is proposed in this paper. Preventing large-scale WGs tripping off during the fault is studied. Improving the safety of the entire wind farm is the goal. The CLCP is improved through on-line risk assessment of WGs in wind farm. The main conclusions are as follows.
The traditional CLCP is analyzed in detail. The discoordination and the weaken speed of the CLCP in wind farm is reveled. We increase the setting value and decrease the protection zone of the first section CLCP so that we can reduce the delay time, which helps the CLCP speed better. For the outside of protection zone, the second one is to protect the rest of the collecting line.
Considering the fault ride through ability of WGs, we calculate the risk of WGs during the fault in order to guide the CLCP. Risk Indicators are used to describe the probability of WGs going off-grid during fault. According to the different causes of WGs going off grid, different functions are created to fit the relationship between WG safety margin and the risk indicator. The risk assessment of wind farms based on classification analysis of risk indicators is proposed. To extract the key information from the numerous risk indicators, we evaluated the possibility of WG going off-grid from static and dynamic aspects.
An improved CLCP scheme is proposed. Different from the traditional current protection, the scheme introduces the risk assessment component of wind farm to accelerate protection. The proposed scheme improves the safety of WGs in wind farm and improves the speed of the CLCP, which is helpful to prevent large-scale WTs tripping off.
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